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Quick start
Installation instructions Skycom CE 
for Skylux® 160° CE or Cintramax CE
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SKYLUX 160° CE / CINTRAMAX CE / SKYMAX CE
with positive safety
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Skylux® 160° CE Cintramax CE*
from 2015

We refer to our complete Skycom Skymax CE user manual and installation instructions. 

* When connecting the Cintramax CE, the outgoing test  
 cable must always be removed.
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Scheme
with positive safety 
(opens automatically)
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SKYLUX 160° CE    /  CINTRAMAX CE / ...
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SKYCOM
SLAVE CE 1

F
IR

E
 P

U
S

H
 B

U
T

TO
N

C
O

M
F

O
R

T
 S

W
IT

C
H

S
M

O
K

E
 A

N
D

 H
E

AT
 D

E
T

E
C

TO
R

Max. 5m
fireproof

2 x 1,5 mm2

Max. 5m
fireproof

2 x 1,5 mm2

SKYCOM
SLAVE CE 2

fireproof

3 x 0,5 mm2

fireproof
4 x 0,5 mm2

SKYCOM
MASTER CE

standard
3 x 0,5 mm2

standard
3 x 0,5 mm2

fireproof
2 x 0,5 mm2

fireproof
4 x 0,5 mm2

fireproof
6 x 0,5 mm2

OPENING MECANISM 2

W
IN

D
 A

N
D

 R
A

IN
 S

E
N

S
O

R

*1*1

*2a *2a

*2

*4 *3 *5 *6 *7

P
R

IO
R

IT
Y

 S
W

IT
C

H
on

ly
 fo

r 
fir

em
en

optie

standard


