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DDWARNING
CONTACTDWITHDENERGIZEDDEQUIPMENTDCANDRESULTDINDDEATH,DSEVERED
PERSONALDINJURY,DORDSUBSTANTIALDPROPERTYDDAMAGE.DDODNOTD
ATTEMPTDTODINSTALLDORDPERFORMDMAINTENANCEDONDEQUIPMENTD
WHILEDITDISDENERGIZED.DALWAYSDVERIFYDTHATDNODVOLTAGEDISDPRESENTD
BEFOREDPROCEEDINGDWITHDTHEDTASK,DANDDALWAYSDFOLLOWDGENERALLYD
ACCEPTEDDSAFETYDPROCEDURES.D
D
EATONDISDNOTDLIABLEDFORDTHEDMISAPPLICATIONDORDMISINSTALLATIOND
OFDITSDPRODUCTS.

The user is cautioned to observe all recommendations, warnings and 
cautions relating to the safety of personal and equipment, as well as 
all general and local health and safety laws, codes and procedures .

Figure	1.	MDL-Frame	Series	C	Circuit	Breaker	Frame	with	LES	
Trip	Unit	Installed.

The recommendations and information contained herein are based 
on Eaton experience and judgment, but should not be considered to 
be all-inclusive or covering every application or circumstance which 
may arise . Contact Eaton for further information or instructions .

1. Introduction and General Information
The Series C circuit breaker (Figure	1) types MDL and HMDL are 
600 Vac maximum rated devices with interchangeable thermal-
magnetic or electronic DIGITRIP RMS trip units rated up to 800 
amps continuous current . Electronic trip units are for use on alter-
nating current applications only . Refer to Table	1 for all available 
trip unit ratings . These circuit breakers are listed in accordance with 
Underwriters Laboratories, Inc .

Table	1.	 Available	Trip	Unit	Ratings

CircuitD
BreakerD
Types

TripDUnitDTypes

Thermal-MagneticDD
inD(Amperes)

LES3800LS,D
LSI,DLSG,D
LSIG DigitripDRMSD(Electronic)

FixedD
Thermal

MagneticD
Adjustable

TripDUnitD
Rating

FixedD
RatingD
Plug

AdjustableD
RatingD
Plug

AdjustableD
ShortTime

MDL, 
HMDL

300 
350 
400 
450 
500 
600

5 to 10 x In 800  
 
400 
450 
500 
600 
700 
800

400/500/ 
600/800

2 to 8x In

700 
800

4 to 8 x In

HMDLDC is rated 600 Vdc maximum with interchangeable thermal-
magnetic trip units rated 800 A maximum continuous current .

These Circuit Breakers are suitable for use in grounded and 
ungrounded applications only where multiple poles are connected in 
series (Figure	2 through Figure	5) .

 

Figure	2.	Load	Connected	to	Power	Source,	Grounded	or	
Ungrounded	Systems.
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Fig. 5-1
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Figure	3.	Load	Isolated	from	Power	Source.	Grounded	or	
Ungrounded	Systems.		If	System	Voltage	Exceeds	300	Vdc,	then	
Ungrounded	Systems	Only.

Figure	4.	Load	Connected	to	Power	Source.	Grounded	or	
Ungrounded	Systems.

Figure	5.	Load	Isolated	from	Power	Source.	Grounded	or	
Ungrounded	Systems.	If	System	Voltage	Exceeds	125	Vdc,	then	
Ungrounded	Systems	Only.	
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Load

Breaker Breaker
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Load Isolated from Power Source.
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If System Voltage Exceeds 300 Vdc.
Then Ungrounded Systems Only.

Fig. 5-2
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Power
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Fig. 5-3

DDCAUTION
ELECTRONICDTRIPDUNITSDMAYDBEDAPPLIEDDONDALTERNATINGDCURRENTD
CIRCUITSDONLY;DTHEYDDODNOTDFUNCTIONDONDDIRECTDCURRENTDCIRCUITS.

Types MDLB and HMDLB circuit breakers are factory sealed break-
ers with non-interchangeable trip units . Factory sealed breakers may 
be installed with reverse feed .

100	Percent	Rated	MDL-Frame	Circuit	Breakers

CMDL, CHMDL, CMDLB and CHMDLB circuit breakers are suitable 
for continuous operation at 100 percent of the frame rating when 
connected with 90° C rated cable and AL9CU terminals in an enclo-
sure which measures at least 42” high x 18” wide x 7 .5” deep . The 
minimum required enclosure ventilation is 40 sq . in . top front and  
40 sq . in . bottom front . The circuit breaker must be used with an 
electronic MES trip unit .

This instruction leaflet (IL) gives procedures for installation and field 
testing of L-frame Series C circuit breakers . For this publication, the 
term circuit breaker shall also include the molded case switch .

Internal accessories are available which are field installable in non-
factory sealed breakers . They are factory installed in sealed breakers . 
The Instruction Leaflets for each accessory follow:
• Alarm (Signal) Lockout Switch (ASL) Switch . . . . . . . . . . . . . . . . . . . .IL 29C183
• Auxiliary Switch . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .IL 29C123
• Shunt Trip . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .IL 29C146
• Low Energy Shunt Trip . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .IL 29C147
• Undervoltage Release Mechanism . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .IL 29C170

Breaker

Power

Load

2 Pole

Fig. 5-4
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2. Installation
The installation procedure consists of inspecting the circuit breaker 
and, as applicable, installing the trip unit and rating plug, acces-
sories, and terminals; mounting the circuit breaker; connecting the 
line and load conductors; torquing terminals; and attaching terminal 
shields . Circuit breaker frames, trip units, rating plugs, accessories, 
mounting hardware and unmounted terminals may be supplied in 
separate packages . To install the circuit breaker, perform the follow-
ing steps

otee:N MDLB and HMDLB circuit breakers are factory sealed for reverse 
feed applications under U .L . 489 . U .L . requires that internal accessories be 
installed at the factory in these types of breakers .

Internal accessory installation in any type of circuit breaker should be done 
before the circuit breaker Is mounted and connected . Refer to individual 
accessory instruction leaflets for specific installation instruction on field 
installable accessories .

2-1 . Compare nameplate data with existing equipment ratings and 
system requirements to make sure that the circuit breaker 
is suitable for the intended installation . Prior to mounting, 
confirm that the circuit breaker has not been damaged during 
transit or initial handling .

2-2 . To install trip unit and any internal accessories, remove 
installed cover screws and cover .

otee:N The circuit breaker handle must be In the tripped or OFF position to 
remove the cover . Instructions for installing the trip unit and accessories are 
supplied with the devices .

2-3 .  If not already installed, mount the trip unit and accessories (if 
required) in circuit breaker frame . See Figure	6 .  Rating plug 
must be installed in electronic trip units .

Figure	6.	Trip	Unit	and	Covers	Installation.

Cover Screws
Torque:  20-22 in.-lb.

Load End Retaining Screw
Torque :  6-8 ft.-lb.

Line End Retaining Screw
Torque :  10-12 ft.-lb.

otee:N When required to be removed or replaced, stationary interphase barri-
ers can only be installed or removed with the circuit breaker in the tripped or 
open position .

2-4 . After the trip unit and any internal accessories are installed, 
and with the circuit breaker in the tripped position, make sure 
that stationary interphase barriers are properly installed in the 
base . Install main cover and secure with supplied pan head 
screws . Eight screws are provided for the main cover, Torque 
to 20-22 Ib .-in (2 .26-2 .49 N .m) .

2-5 . If not already installed, mount wire connecting terminals as 
shown in Figure.	7 . Secure the terminals to the circuit break-
er using the provided 1/2 in . bolts and lock washers . Torque to 
30 to 35 Ib .-ft . (40 .68 to 47 .46 N .m) . With the circuit breaker 
mounted and before the conductors are installed and conduc-
tor clamping screws inserted, the terminal mounting screws 
may be checked for the correct torque .
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Figure	7.	Terminal	Installation.

DDWARNING
THEDVOLTAGESDINDENERGIZEDDEQUIPMENTDCANDCAUSEDDEATHDORD
SEVEREDPERSONALDINJURY.DBEFOREDMOUNTINGDTHEDCIRCUITDBREAKERD
INDANDELECTRICALDSYSTEM,DMAKEDSUREDTHEREDISDNODVOLTAGEDPRESENTD
WHEREDWORKDISDTODBEDPERFORMED.DSPECIALDATTENTIONDSHOULDD
BEDPAIDDTODREVERSEDFEEDDAPPLICATIONSDTODENSUREDNODVOLTAGEDISD
PRESENT.D

otee:N Depending on the equipment configuration, the circuit breaker can be 
mounted using different styles of hardware . The following steps describe 
how to mount the circuit breaker using standard hardware . When special 
hardware is needed (for example, with the motor operator), the Instruction 
Leaflet describing the accessory also describes the special mounting arrange-
ments .

2-6 . To mount the circuit breaker, perform the following steps: 

a . For individual surface mounting, drill the mounting panel using 
the drilling plan shown in Figure	8 . For panelboard mount-
ing, only load end support mounting holes are required . For 
Deadfront cover applications, cut out cover to correct escutch-
eon dimensions, see Figure	9 . 

Circuit Breaker
Terminal End Cover
Replace After
Installation

Torque : 30-35 ft.-lb.

Torque : 30-35 ft.-lb.

TA800MA2
Torque : 375 lb.-in.
TA700MA1
Torque : 375 lb.-in.

TA801MA1
Torque : 500 lb.-in.

T600MA1
Torque : 300 lb.-in.

T800MA1
Torque : 275 lb.-in.

Figure	8.	2	and	3-Pole	Mounting	Bolt	Drilling	Plan.

Figure	9.	2	and	3-Pole	Cutout	Dimensions.
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Load End

L ine End

1.375
(34.93)

2.750
(69.85) -

.250-20
(M6 - 1.0) Tap
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Circuit Breaker

0.250
(6.35)
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(33.66) 2.292
(58.22)

1.500
(38.10)

R .188
(4.78)

3.641
(92.48)

7.281
(184.94)

Load End
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b . If the circuit breaker includes factory or field installed internal 
accessories, make sure accessory wire is accessible when 
the circuit breaker is mounted . 

otee:N Labels with accessory connection schematic diagrams are provided on 
the side of the circuit breaker .

c . Position the circuit breaker on the mounting surface . 

d . Install circuit breaker mounting screws and washers . Tighten 
screws firmly, but do not exceed 28 Ib .-in . (3 N .m) .

DDCAUTION
WHENDALUMINUMDCONDUCTORSDAREDUSED,DTHEDAPPLICATIONDOFD
ADSUITABLEDJOINTDCOMPOUNDDISDRECOMMENDEDDTODREDUCEDTHED
POSSIBILITYDOFDTERMINALDOVERHEATING.DOVERHEATINGDCANDCAUSED
NUISANCEDTRIPPINGDANDDDAMAGEDTODTHEDCIRCUITDBREAKER.D

2-7 . Connect line and load conductors and accessory leads . 

2-8 . After the circuit breaker is installed, check all mounting hard-
ware and terminal connecting hardware for correct torque 
loading . Torque values for line/load terminals are given in  
Table	2 and on the circuit breaker nameplate . 

2-9 . Install both the line and load terminal covers on the circuit 
breaker cover with mounting screws provided . Torque to 20-22 
Ib . in . (2 .26-2 .49 N .m) .

Table	2.	 Terminal	Types	(1)	(2)	

TerminalD
CatalogDNo.

TerminalD
BodyD
Material

ScrewD
HeadD
Type

WireDD
CableDD
Range

WireDD
Type

TorqueD
ValueDD
(lb.-in)

TA700MA1 
TA800MA2 
TA801 MA1 
 
T600MA1 
T800MA1

Aluminum 
Aluminum 
Aluminum 
 
Copper 
Copper

Socket 
Socket 
Socket  
 
Socket 
Socket

2 #I - 500 MCM  
3 3/0 - 400 MCM  
2 500 - 750 MCM 
  
2 2/0 -500 MCM  
3 3/0 -300 MCM

Al/Cu  
AI/Cu  
AI/Cu  
 
Cu ONLY  
Cu ONLY

375  
375  
500  
 
300  
275

(1) The maximum width non-standard wire connector (tang-type) or bus bar connector that 
can be used without reducing electrical clearance and creepage distances between phases 
is 1.690 inches. 

(2) No hardware or connector should be installed in a manner to reduce the electrical clear-
ance between the underneath side of the phase termination (line or load) and ground with-
out the addition of supplementary insulation.

DDWARNING
HAZARDOUSDVOLTAGEDCONDITIONSDCANDCAUSEDDEATHDORDSEVERED
PERSONALDINJURY.DDMAINTAINDORIGINALDELECTRICALDCLEARANCEDANDD
CREEPAGEDSPACINGSDATDTERMINATIONS.

3. Replacement of Existing Eaton Circuit 
Breaker MPES MA, HMA, MDS, MD, MC 
AND HMC 
Although the physical size of the MDL frame Series C circuit break-
ers is the same as existing MA, MD, HMA, MC and HMC types, 
there are certain differences including those mentioned below that 
must be considered when making replacements . 

• Panel Escutcheon Cutout Sizes: 
Existing cutouts must be modified to agree with requirements 
shown in Figure	9 . 

• Handle Throw Positions: 
Existing handle mechanisms may be modified or replaced . 
Consult Eaton for additional information . 

• Internal Accessories: 
Only MDL and LD frame Series C accessories may be used . 

• External Accessories: 
Motor operators must be replaced . Key interlock mounting brack-
ets must be replaced . Consult Eaton for replacement styles .

DDWARNING
CONTACTDWITHDENERGIZEDDEQUIPMENTDCANDRESULTDINDDEATH,DSEVERED
PERSONALDINJURYDORDSUBSTANTIALDPROPERTYDDAMAGE.DDODNOTD
ATTEMPTDTODINSTALLDORDPERFORMDMAINTENANCEDONDEQUIPMENTD
WHILEDITDISDENERGIZED.DALWAYSDVERIFYDTHATDNODVOLTAGEDISD
PRESENTDBEFOREDPROCEEDINGDWITHDTHEDTASK,DANDDALWAYSDFOLLOWD
GENERALLYDACCEPTEDDSAFETYDPROCEDURES.D

otee:N When replacing an existing circuit breaker of the types listed above, 
make sure the voltage, continuous current and interrupting rating of the new 
circuit breaker are suitable . 

4. Manual Operation and Thermal-Magnetic 
Trip Unit Adjustment 
Manual	Operation	

The circuit breaker handle and the Push-To-Trip button in the trip unit 
control manual operation of the circuit breaker . The circuit breaker 
handle has three positions, two of which are shown on the cover 
with raised lettering to indicate ON and OFF . On the handle, ON, 
OFF and Trip are also shown by a color-coded strip for each circuit 
breaker handle position: red for ON, white for Tripped and green for 
OFF (see Figure	10) . 
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Figure	10.	Terminal	Installation.

Circuit	Breaker	Reset	

After a trip operation, moving the circuit breaker handle to the Reset 
(extreme OFF) position resets the circuit breaker . 

otee:N In the event of a thermal (overload) trip the circuit breaker cannot be 
reset immediately . In a breaker with a thermal-magnetic type trip unit the 
thermal element needs to cool (up to approximately five minutes) before it 
can be reset . A circuit breaker with a DlGlTRlP RMS trip unit simulates the 
thermal element with an electronic “thermal memory” that also requires up 
to five minutes to “cool” before it can be reenergied . 

No circuit breaker should be reclosed until the cause of trip is known 
and the situation rectified . 

PUSH-TO-TRIP	Button	

The PUSH-TO-TRIP button operates the circuit breaker tripping func-
tion and may be periodically used to exercise the operating mecha-
nism . In thermal magnetic trip units, the button is designed to be 
operated by a small screw- driver . The rating plug in DIGITRIP RMS 
trip units contains the PUSH-TO-TRIP button, which is operated by 
finger pressure . There is no PUSH-TO-TRIP button in the molded 
case switch . 

Thermal-Magnetic	Trip	Unit	Adjustment	

The magnetic element of each pole of the trip unit is adjusted by 
rotating the adjustment buttons on the front of the trip unit with a 
screwdriver . The buttons have several settings as indicated on the 
nameplate with values in multiples of the trip unit ampere rating (In) . 
To adjust the setting, rotate each button clockwise until arrow on 
button points to desired setting . The molded case switch is set at 
the factory (at 8X) and is not field adjustable .

Interchangeable	Trip	Units	

For additional information on thermal-magnetic trip units, refer to  
I .L . 29C607 (3-pole) . For electronic DlGlTRlP RMS trip units, refer to 
I .L . 29C615 .  

Red = ON
Whi te  =  TRIP
Green =  OFF (Reset )

Hand le
Pos i t ion
Ind ica tor
Color  :

ON

OFF

Internat iona l
Symbols

PUSH-TO-TRIP
But ton

ON

TRIP

OFF

5. Inspection and Field Testing 
Series C molded case circuit breakers are designed to provide years 
of almost maintenance-free operation . The following procedure 
describes how to do a limited amount of field inspection and testing 
of a circuit breaker . 

Inspection	

Circuit breakers in service should be inspected periodically . The 
inspection should include the following checks: 5-1 through 5-8 .

DDWARNING
THEDVOLTAGESDINDENERGIZEDDEQUIPMENTDCANDCAUSEDSEVERED
PERSONALDINJURYDORDDEATH.DBEFOREDINSPECTINGDTHEDCIRCUITD
BREAKERDINDANDELECTRICALDSYSTEM,DMAKEDSUREDTHEDCIRCUITDBREAKERD
ISDSWITCHEDDTODTHEDOFFDPOSITIONDANDDTHATDTHEREDISDNODVOLTAGED
PRESENTDWHEREDWORKDISDTODBEDPERFORMED.DSPECIALDATTENTIOND
SHOULDDBEDPAIDDTODREVERSEDFEEDDAPPLICATIONSDTODENSUREDNOD
VOLTAGEDISDPRESENT.

DDCAUTION
SOMEDCOMMERCIALDCLEANINGDAGENTSDWILLDDAMAGEDTHED
NAMEPLATESDORDMOLDEDDPARTS.DMAKEDSUREDTHATDCLEANINGDAGENTSD
ORDSOLVENTSDUSEDDTODCLEANDTHEDCIRCUITDBREAKERDAREDSUITABLEDFORD
THEDJOB.

5-1 . Remove dust, dirt, soot, grease or moisture from the sur-
face of the circuit breaker using a lint-free dry cloth, brush 
or vacuum cleaner . Do not blow debris into circuit breaker . If 
contamination is found, look for the source and eliminate the 
problem . 

5-2 . Switch the circuit breaker to ON and OFF several times to be 
sure that the mechanical linkages operate freely and do not 
bind . If mechanical linkages do not operate freely, replace cir-
cuit breaker .

5-3 . With the circuit breaker in the ON position, press the PUSH-
TO-TRIP button to mechanically trip the circuit beaker . Trip, 
reset and switch the circuit breaker ON several times . If the 
mechanism does not reset each time the circuit breaker is 
tripped, replace the circuit breaker . 

5-4 . Check base, cover, operating handle and the handle barrier for 
cracks, chipping and discoloration . Circuit breakers should be 
replaced if cracks or severe discoloration is found . 

5-5 . Check wire connecting terminals and other type bus bar con-
nectors for looseness or signs of overheating . Overheating 
will show as discoloration, melting or blistering of conductor 
insulation, or as pitting or melting of conductor surfaces due 
to arcing . If there is no evidence of overheating or looseness 
do not disturb or tighten the connections . If there is evidence 
of overheating, terminations should be cleaned or replaced . 
Before re-energizing the circuit breaker, all terminations and 
cable should be refurbished to the original installed condition . 

5-6 . Check circuit breaker mounting hardware and tighten if neces-
sary . 

5-7 . Exposure to certain types of chemicals can lead to deteriora-
tion of electrical connections . Check area where circuit break-
er is installed for any safety hazards, including personal safety 
and fire hazards and take required precautionary actions . 

5-8 .  The operation of circuit breakers with DlGlTRlP RMS trip units 
can be field tested periodically using the Electronic test kit . 

Field	Testing	

Any field-testing should be done in accordance with applicable 
NEMA Standard .
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PowerChain Management is a registered 
trademark of Eaton Corporation . 

All other trademarks are property of their 
respective owners .

The instructions for installation, testing, maintenance, or repair 
herein are provided for the use of the product in general commercial 
applications and may not be appropriate for use in nuclear applica-
tions . Additional instructions may be available upon specific request 
to replace, amend, or supplement these instructions to qualify them 
for use with the product in safety-related applications in a nuclear 
facility .

The information, recommendations, descriptions, and safety nota-
tions in this document are based on Eaton’s experience and judg-
ment with respect to Retrofitting of Power Breakers . This instruction-
al literature is published solely for information purposes and should 
not be considered all-inclusive . If further information is required, you 
should consult an authorized Eaton sales representative .

The sale of the product shown in this literature is subject to the 
terms and conditions outlined in appropriate Eaton selling policies 
or other contractual agreement between the parties . This literature 
is not intended to and does not enlarge or add to any such contract . 
The sole source governing the rights and remedies of any purchaser 
of this equipment is the contract between the purchaser and Eaton .

NO	WARRANTIES,	EXPRESSED	OR	IMPLIED,	INCLUDING	
WARRANTIES	OF	FITNESS	FOR	A	PARTICULAR	PURPOSE	OR	
MERCHANTABILITY,	OR	WARRANTIES	ARISING	FROM	COURSE	
OF	DEALING	OR	USAGE	OF	TRADE,	ARE	MADE	REGARDING	
THE	INFORMATION,	RECOMMENDATIONS,	AND	DESCRIPTIONS	
CONTAINED	HEREIN. In no event will Eaton be responsible to the 
purchaser or user in contract, in tort (including negligence), strict 
liability or otherwise for any special, indirect, incidental or conse-
quential damage or loss whatsoever, including but not limited to 
damage or loss of use of equipment, plant or power system, cost 
of capital, loss of power, additional expenses in the use of existing 
power facilities, or claims against the purchaser or user by its cus-
tomers resulting from the use of the information, recommendations 
and description contained herein .


