
The fan runs constantly.  Even if unit On/OFF is selected 

A fan motor board fault could cause this problem.

To Test 

then measure the voltage between Y1-GND using DC measuring method?

Normally it is 0 Volts when the appliance is off and about 3.8VDC when unit is running.

if Y1-GND is 0 Volts but fan is running,  the fan motor board is faulty and needs to be replaced.


