
With the boiler in the off status via button 1 
- Press button 3  (menu) momenterily 
Screen iluminates and displays...

Press button 3 (menu) for 2 seconds  

The screen will now display..  P1 

Press button 3 again for 2 seconds PWD
will disply then this sreen  will display "The 
password screen"

Use the up & down arrows (buttons C/D ) 
to enter the pascode and press the A 
button to acknowledge

The screen will display  *P1

There are two password  access levells Installer and Service.
They are provided at the time of supply 

These must not be made availlable to end users

You can request the Access codes from Heat IQ

depending on the code you have entered 

You are now in the  service/ engineer
access area.  using the up and down buttons 
(C & D) you can scroll throught the  settings 

master menu levels P1 to P5
and enter the required level to access the 
parameters within them.

To enter the settings menu

Mynute X  Accessing the settings  - Service and Technical levels

Fig 1

Fig 2
This document was produced and provided by Heat IQ it is 
current and correct at the date of publishing. 
19/05/22 edition 1 Products and specifications may be 
subject to change without notice.

*NOTE Mynute X Boilers manufactured before 
mid 2020 may display  catergories as title 
headings rather than The "P 1-5 " menu



subject to change without notice.


