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Air Handler Humidifier Cut Sheet AHS500
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1. INTERNAL DRAIN TRAP {(FACTORY INSTALLED}
2. 1/2" BARBED EVAPORATOR DRAIN CONNECTION GRAVITY
3. HUMIDIFIER 1/4"0OD WATER LINE CONNECTION DRAIN
4. HUMIDIFIER 1/2"ID DRAIN CONNECTION
5. MAIN WATER LINE
6. 3/4"0Dx1/2" D DRAIN LINE {PROVIDED LOQSE}
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