MECHANICAL EXHAUST FAN UNIT
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ROOF DECK CONSTRUCTION

EXHAUST FAN UNIT MOUNTED
ON ROOF

g PROVIDE "BARRIERGUARD"
(914 mm) - SYSTEM ALL AROUND FAN UNIT
TTYPICAL EXTENDING 36" (914 mm) OUT
S FROM FACE OF CURB ON ALL

SIDES.

1. THIS DETAIL IS A TYPICAL FLASHING DETAIL AT EXHAUST FANS FOR COOKING. "BARRIERGUARD"
SYSTEM IS NOT USED FOR STANDARD EXHAUST FANS.

2. PREPARE THE ROOF SURFACE AS PER MANUFACTURER'S REQUIREMENTS PRIOR TO APPLICATION OF
ROOF COATING.

3. REFER TO THE SPECIFICATIONS FOR SPECIFIC EXECUTION REQUIREMENTS.
4. PREMIUM COAT SYSTEM - FOUNDATION COAT, FABRIC, FOUNDATION COAT, AND FINISH COAT COMPONENTS.

5. PRIMING - REFER TO HYDROSTOP® SPECIFICATIONS FOR DECK PRIMING REQUIREMENTS.
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