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Rainwater suction pipe, 32mm
diameter. Black/Green and labeled as
rainwater, installed within a
100mm diameter duct.

RWP inlet pipe from Roof.

Fused Spur
13amp, 230-240V supply
(provided by others)

Level Indicator from AA Silentio Aqua Control Unit,
controlling switch over to mains water.
Cable installed within a 100mm diameter duct.

Emergency Overflow
connected to suitable drain point

Mains Water Supply
(by others)

Skimming Overflow

To soakaway or
drainage system

Level Indicator from AA Silentio Aqua Control Unit,
Switches system over to mains water when
insufficient rain water in underground tank.

Filter

Rainwater level

Platin Below Ground
Rainwater
Harvesting Tank.

Junction Box
(provided by others)

Calmed Inlet
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