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Test results: 

Sampling Site  Test results CJ/T 94-2005 Drinking 
Water Quality Standard 

3F Kitchen Tap Out 
of Water 
6-222Yehui  Road 
Shanhgai 
 
 
Test for 
(Straight Drinking 
Water) 

Chroma (degree) <5 5 

turbidity (NTU) <0.5 0.5 

pH 7.08 6.0 to 8.5 

Total hardness (in CaC03) (mg/L) 116 300 

Dissolved Total Solid (mg/L) 273 500 

Volatile Phenol (mg/L) <0.0003 0.002 

Anion synthetic detergent (mg/L) <0.1 0.20 

Odor/Taste no salutation odorless and taste-free 

visible to the naked eye no salutation no salutation 

Sulfate （mg/L） 51.4 100 

chloridimeter(mg/L) 44.1 100 

Fluoride (mg/L) 0.378 1.0 

Aluminum (mg/L) 0.012 0.20 

 Iron(mg/L) 0.02 0.20 

 Manganese (mg/L <0.006 0.05 

 Copper (mg/L) <0.005 1.0 

 Zinc (mg/L) 0.007 1.0 

 Arsenic (mg/L) 0.0008 0.01 

 Selenium (mg/L)  0.0004 0.01 

 Mercury (mg/L) <0.0006 0.001 

 Cadmium (mg/L) <0.0005 0.003 

 Chromium (Hex) (mg/L) <0.004 0.05 

 Lead (mg/L) <0.0025 0.01 

 5Oxygen Consumption (mg/L) 0.575 2.0 

 quadchloride (ng/L) 1x101 0.002 

 Trixmethane (mg/L) 1x10 0.03 

 Total Colonies (CFU/mL) 2 50 

 Total Coliseum Group (MPN/100lL) Not detected 100m1 water samples 
should not be detected 

Manganese (mg/L).00 per test results 

evaluation: according to CJ/T 94-2005 Drinking water quality standards, the above test results meet the 
standard value.  
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