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The 3CGVPHK3/3CGVPHK4 kits are used for vent 
installations through a 2x4/2x6 wall with an exterior 
stucco surface. Install the adjustable telescopic thimble 
assembly as shown in FIG. 1. The thimble can adjust from 
a minimum of 3” to a maximum of 5-1/2”. Attach the inner 
and outer thimbles between the 16” on center wall studs; 
use (8) each #8X1” long wood screws provided with the 
thimble. The outer thimble has the 1” stucco collar that is 
located on the exterior side of the wall. The inner thimble 
has the 1/2” sheet rock collar that is located to the interior 
side of the wall. The stucco can be applied to the exterior 
wall with a maximum thickness of the collar height of the 
thimble.
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INSTALLATION INSTRUCTIONS

Attach the 90 degree elbow to the appliance using 
(3) each #8 x ½” long sheet metal screws provided as  
shown in FIG. 2 and FIG. 3. Slide the termination through 
the thimble from the exterior side of the wall into the 
elbow joint. If the joint assembly between the elbow and 
termination is located within the wall thimble, secure the 
joint with the 3 straps that are attached to the termination 
and are exposed on the interior side of the wall. The (3) 
straps can be secured with (3) each #8 x ½” long sheet 
metal screws through the holes located in the straps 
and into the casing of the elbow. If the joint assembly 
between the elbow and termination are exposed, the joint 
connection can be secured with the (3) each #8 x ½” long 
sheet metal screws through the (3) holes located on the 
female casing end.

Apply a bead of silicone between the stucco and trim ring 
that floats on the termination and attach the trim ring to 
the stucco surface (See FIG. 3). 

SEAL BETWEEN TRIM 
RING AND STUCCO 
WITH SILICONE  
SEALANT

SECURE JOINT AT 
HOLE LOCATIONS IF 
LOCATED OUTSIDE 
OF THIMBLE

ATTACH STRAPS TO 
ELBOW CASING W/ (3) 

SELF TAPPING SCREWS 
PROVIDED.

ATTACH ELBOW TO 
WATER HEATER W/ 

(3) SELF TAPPING 
SCREWS PROVIDED.

WATER 
HEATER

STUCCO

5.00 
to 

7.00
MAX.

WATER 
HEATER

ELBOW

TERMINATION

FIG. 1

FIG. 2

FIG. 3

SHEET ROCK BACKING
STUCCO

STUD WALL

#8 X 1” SCREW  
(8 SUPPLIED)

1” STUCCO 
COLLAR 
(ATTACH 
TO WALL 
STUDS)

INNER THIMBLE 
(ATTACH TO 

WALL STUDS)

OUTER 
THIMBLE

WATER 
HEATER

5.00
MAX.

3CGVPHK3

7.00
MAX.

3CGVPHK4

1/2” SHEET 
ROCK COLLAR

Downloaded from https://gadgetsgo.com/Rheem-concentric-horizontal-vent-kit-RTG-84DVLP-84DVLN.html




