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Q799

Control Links

Sub-base

A B C

R485 

Interface 

Port
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F1-2 DR2
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M
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A

1

Air
Actuator

Fuel 1
Actuator

Remote 
Reset

Manual Firing 
potentiometer

5k ohm

CmA-

CmA+

L1 L2 G
18
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Burner Control

SIEMENS LFL1.355

Demand
LCO 

L1

G

L2

Auto/Manual

L1 (Hot)

Ground

L2 Common

Auto switch 
is Open

Manual switch 
is Closed

Fuel Select 1

Fuel Select 2

Main Valve

Alarm
Alarm

High Fire Proving

High Fire

Low Fire

Low Fire Proving

Limits
Operating 

Control

1
Ground shield to subbase earth ground screw on low voltage side of subbase.

Fuse line voltage control system with type CS15 fuse or fuse limit input type SC5 fuse.

RS-485 DDL connector is on R799B controller.

Normally open momentary switch (Connection between terminals 35 & 38).

Manual firing rate potentiometer (Connection between terminals 36 & 38).
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3

4

5

A
B

C

R485 

Interface 

Port S799 Controlinks Display

Controlinks interface to LFL1.355
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4-20mA

CONTROL
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