
Report Number: 22-000016

For the Account of:

Client's Identification: Rhinotuff Neplar FR 12 OZ

Fire Retardent and Waterproof

TEST PERFORMED: NFPA 701 - Standard Methods of Fire Tests for Flame Propagation of Textiles and Films – 2019 

Edition Test #2 (Flat Sheet Method)

Candor Textiles Pvt LTd 

12B Pragati Vihar Bicholi Mardana 

Date Order Received: 01/04/2022

CERTIFICATE OF TESTING

Revision Number:1

Afterflame (s) Flaming Drip (s) Char Length (in)

1 0.0 0.0 3.5

2 0.0 0.0 4.0

3 0.0 0.0 3.0

4 0.0 0.0 3.5

5 0.0 0.0 4.0

6 0.0 0.0 4.0

7 0.0 0.0 3.5

8 0.0 0.0 3.0

9 0.0 0.0 3.0

10 0.0 0.0 3.5

TEST RESULTS

Specimen

Approximate weight (oz./sq. yd): 14.6

Tested:

 x Initially

 ¨ After 3 dry cleanings

 ¨ After 72 hours water leaching

 ¨ After 100 hours accelerated weathering

NOTES

* Specimens were conditioned at least 24 hours at 60-80°F before testing.

ACCEPTANCE CRITERIA (Each individual specimen)

1. Char length: 435mm (17.1 in) maximum individual

2. Drip burn: 2 seconds maximum individual

3. After flame: 2 seconds maximum individual

RETEST PROVISION

Test 5 additional specimens if only 1 specimen does not comply with the Acceptance Criteria.

CONCLUSION Based on the above Results and Acceptance Criteria, the item tested:

 x Complies 

¨ Does Not Comply       

¨ Requires Testing of 5 Additional Specimens

CERTIFICATION I certify that the above results were obtained after testing specimen in accordance with the procedures and equipment 

specified by the standard stated above.  

Authorized Signature Date Order Completed: 01/04/2022
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This laboratory test is not intended to reflect fabric performance under actual conditions.  The certification procedure merely measures the performance of samples as received under the predetermined and specific test conditions prescribed by the standard 

specified.  This certificate applies only to the standards or processing identified and to the random sample(s) tested.  The test results are representative of the qualities of the piece or lot only to the extent the sample tested is representative of the piece or lot.

Our reports and letters are for the exclusive use of the customer to whom they are addressed and they and the corporation named on the reverse are not to be used under any circumstances without prior written approval.  Samples will not be retained, 

unless specified by the customer.  Retained samples will be kept a maximum time of one year unless a specific retention period is necessary.


