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115V / 60HZ
MAIN
POWER
SUPPLY
DISCONNECT

3000Scm: 15AMP
4000Scm: 15AMP

3000-4000Scm SPLIT SYSTEM
ELECTRONIC CONTROL POWER WIRING

NOTES:
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CONDENSING
UNIT

EVAPORATOR

1. FOLLOWALL LOCAL AND NATIONAL CODES
2. USE A DEDICATED NON-GFI CIRCUIT BREAKER
3. THIS LABEL CAN BE REMOVED

EVAPORATOR WIRING:
(1) LINE, (1) NEUTRAL, (1) GROUND
3000Scm/4000Scm: 14AWG THHN 90°C 600V

CONDENSER WIRING NO COMPRESSOR
HEATER:
(1) LINE, (1) NEUTRAL, (1) GROUND

CONDENSER WIRING WITH COMPRESSOR
HEATER:
(2) LINE, (1) NEUTRAL, (1) GROUND

3000Scm/4000Scm: 14AWG THHN 90°C 600V
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