Test Report

IEC 60669-2-1:2009

Particular requirements – Electronic Switches
Switches for household and similar fixed-electrical installations

REPORT #: WCT 16/0675A

CLIENT: Wilite cc
PO Box 588
Edgemead
7404

Attention: Mr B Prior
Order #: Application form
Date of Order: 21 April 2016

SAMPLE: Qwik-switch Receiver Dimmer


SUMMARY OF RESULTS: Complied with Clauses Tested

DATE STARTED: 2016-04-21
DATE COMPLETED: 2016-05-19
DATE OF ISSUE: 2016-05-19

TESTED:

GH Holtzhausen (Technical Signatory)

APPROVED:

LP Kuisis
Test Report

IEC 60669-2-2: Particular requirements – Electromagnetic remote-control switches
Switches for household and similar fixed-electrical installations

REPORT #: WCT 16/0675B

CLIENT: Willie CC
PO Box 588
Edgemead
7404

Attention: Mr B Prior
Order #: Application Form
Date of Order: 21 April 2016

SAMPLE: Qwik-switch Receiver Relay

TEST SPECIFICATION:
IEC 60669-1:2008
IEC 60669-2-2:2006

SUMMARY OF RESULTS: Complied with Clauses Tested

DATE STARTED: 2016-04-21
DATE COMPLETED: 2016-05-19
DATE OF ISSUE: 2016-05-19

TESTED: [Signature]

APPROVED: [Signature]

NOTE:
"The South African National Accreditation System (SANAS) is a member of the International Laboratory Accreditation Cooperation (ILAC) Mutual Recognition Arrangement (MRA). This Arrangement allows for the mutual recognition of technical test and calibration data by the member accreditation bodies worldwide. For more information on the Arrangement please consult www.ilac.org."
Test Report

IEC 60669-2-2: Particular requirements – Electromagnetic remote-control switches
Switches for household and similar fixed-electrical installations

REPORT #: WCT 17/1464

CLIENT: WilE (Pty) Ltd
PO Box 588
Edgemead
7404
Attention: Mr D Knowles
Order #: Application Form
Date of Order: 13 September 2017

SAMPLE: 30 A Relay Wireless QwikSwitch

TEST SPECIFICATION:
IEC 60669-1:2008
IEC 60669-2-2:2006

SUMMARY OF RESULTS: Completed

DATE STARTED: 2017-09-13
DATE COMPLETED: 2017-11-15
DATE OF ISSUE: 2017-11-15

TESTED: GH Holtzhausen (Technical Signatory)

APPROVED: LP Kuisis (Test Engineer)

NOTE:
"The South African National Accreditation System (SANAS) is a member of the International Laboratory Accreditation Cooperation (ILAC) Mutual Recognition Arrangement (MRA). This Arrangement allows for the mutual recognition of technical test and calibration data by the member accreditation bodies worldwide. For more information on the Arrangement please consult www.ilac.org."
Test Report

IEC 60669-2-2: Particular requirements – Electromagnetic remote-control switches. Switches for household and similar fixed-electrical installations

REPORT # : WCT 18/0179

CLIENT: Wilite (Pty) Ltd
PO Box 588
Edgemead
7404
Attention: Mr B Prior

Order #: Application Form
Date of Order: 24 January 2018

SAMPLE: Multi Switching Wireless Receiver

TEST SPECIFICATION: IEC 60669-1:2008
IEC 60669-2-2:2006

SUMMARY OF RESULTS: Complied with Clauses Tested

DATE STARTED: 2018-04-21
DATE COMPLETED: 2018-07-19
DATE OF ISSUE: 2017-05-19

TESTED: GH Holtzhausen (Technical Signatory)

APPROVED: LP Kuisis (Test Engineer)

NOTE:
"The South African National Accreditation System (SANAS) is a member of the International Laboratory Accreditation Cooperation (ILAC) Mutual Recognition Arrangement (MRA). This Arrangement allows for the mutual recognition of technical test and calibration data by the member accreditation bodies worldwide. For more information on the Arrangement please consult www.ilac.org."
RADIO TEST REPORT
ON THE
QWIK SWITCH UHF TRANSCEIVER
IN ACCORDANCE WITH
ESTI EN 300 220 V2.4.1 (2012-01)

DOCUMENT NUMBER: REP0235WIL01
REVISION: 0.1
ISSUE DATE: 2017/05/09
COPY: Master

This test report was prepared by:
Name: RM van den Berg
Title: ETSI RF Engineer

This test report was approved by:
Name: JD Deysel
Title: EMC Test Engineer

Interference Testing and Consultancy Services (Pty) Ltd
ITC SERVICES (PTY) LTD Reg 88/02032/07
Plot 44 Kameeldrift East, Pretoria
Private Bag X13 Lynn East 0039
Republic of South Africa
Tel (012) 808 1730 Int + 27 12 808 1730
Fax (012) 808 0744
Z:11 Projects\27. FCC and CE tests\ITC server (R
Drive)\Wilite\REP0235WIL01.docx

EN 300 220 This Document may only be reproduced in full with the written approval of ITC-Services (Pty) Ltd.