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4 Screw locations are optional for mounting.
If used, seal in place with silicone top and bottom.
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Petroleum Canopy Fixture Installation
Use the exploded view and install fixture
assembly from bottom to top.
Step 1: Drill a 7/8" hole in Canopy ceiling
for primary mounting.
Step 2: Assemble the fixture as shown for 
mounting LED fixture.
Step 3: Assemble the Driver housing as
shown.
Step 4: Connect driver output leads to LED 
Fixture and make supply wire connections.
Step 5: Install driver housing cover.
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